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PLUMBING &HEATING



 2016
Jim O’Connell
Northeast Hospitals

298 Washington St
Gloucester, MA
RE:
Water Heater Replacement 

Included in Quote   


· Disconnect and remove the existing hot water heater and replace with new Patterson Kelley Model PK Compact Model 0806 water heater, rated for 40 GPM 40 ºF to 140ºF when supplied with 2,092 lbs/hr of 8 psig steam to the control valve, solid 90/10 cupronickel shell & tubes, 3” electric steam control valve, 2” F&T trap, 1” T&P valve, vacuum breaker, 1/12 HP all bronze pump, double solenoid limit system, ASME Code Section VIII for 150 psig
· Factory start up and one year factory parts and service.

· Re pipe the steam and condensate to fit the new PK heater.
· Furnish and install (1) Hoffman condensate receiver

· Welding will be prefabbed outside of the building and bolted to piping and heater with flanges

· Connect water to the existing 2” CW and HW supplies
· Insulate and label new piping

· Label existing Exhaust and air intake piping per code
· Rigging

· Permit and inspection

Not Included in Quote
· Off hours
· Control and power wiring
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